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Gulf eoast Supply 3c Mfg.

PRODUCT EVALUATION REPORT
26 Ga. 31" Rib Roof Panel over Plywood

Engineer Evaluator:
Terrence E. Wolfe, P.E. # 44923
2405-a S. Houston Ave., Suite 500
Humble, TX 77396

Validator:
Locke Bowden, P.E., FL #49704
200 Eton Road
Montgomery, AL 36109
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Reference: 98-72.1 30(2). F.A.G.

MANUFAGTURER:
Gulf Coast Supply & Mfg
Rt .  1  Box  112
Horseshoe Beach, FL

STATEMENT OF GOMPLIANCE WITH THE FOLLOWING CODE GRITERIA:

Florida Building Code 2004:
Chapter 15: Roof Assemblies

Sect ion 1504.3.2;  1505.3,  1 507 .4,  1518.9
Chapter 16: Structural Designs
Chapter 22: Steel

Section 2209 Cold-form Steel
Chapter 23. Wood

Section 2304

PRODUCT DESCRIPTION:

26 Ga.3/o" Rab Roof Panel, 0.0185" Coated Thickness, Grade 80, 36" Coverage,
314" Tall rib, non-structural metal panel over plywood decking.

TECHNICAL DOCUMENTATION SUPPORTING COMPLIANCE STATEMENT

A. DRAWINGS
1. Erection Drawings

B. TESTS
1 . Test report dated 2-19-07 by Force Engineering & Testing per

TAS 125-03 UL 580-94, per FBC, Uplift Resistance of Roof
Assemblies, UL 580 1897-98, per FBC, Upli f t  Tests for Roof
Covering Systems

A) Test #1 Main Field, Tested 8-30-06 Grade 80 steel over
15132" Plywood

B) Test #2 Main Field, Tested 9-5-06 Grade 80 steel over
15132" Plywood

C) Test #1 Edge, Tested 9-8-06 Grade 80 steel over 15132"
Plywood

Test report T126-07 dated 2-26-07 by Farabaugh Engineering
& Testing per TAS 100 over 15132" Plywood

A) Wind Driven Rain Test Results: Passed
Valspar Fluropon@ coated metal panel testing

A) ASTM G 26 by PRI Asphalt Technologies dated January

2 .

3 .

1 9, 2004 Results:  Passed -rrrr t l l f  1rrr . .

B) ASTM B 1 1 T by PRt Asphatt Technotogies oateQ..$SF. E jl)*,.-
19,2004 Results: Passed 
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